Dymatrix™

AVSDV-T-MT

FONREREH-ZAR (FEEH
2way valve Toggle type
-Middle temp type-

FEFNILT

Manual valve

IR ERBAE
User’s Manual

Serial No. DTS127-04
Contents (Page)

Bk WMER EDEE 1
General cautions
BER TR D IR 5
Part names
Tk 6
Specifications
ﬁu—t aa.—'—| 7
How to select types
Ik 8
Dimension
BIEAE 9
How to operate
BT A% 10
Method of installation
BRE AL 11
Method of piping
RIRIEH 12
Check items

10 REGDRER EAMBSE 13

Causes of defects
and how to correct them
11 747 - B DB E o 14

How to manage debris and vvaste



Dymatrix™ Useri‘i‘*ﬁfif
@ BURWMERE®DFEE General cautions

24
=0

BMHBROTERICKEL T, EREECEESFBEZFOETEBBEVWRLET,

@it IR FZORE - FEMEDM L %wT$UiTﬁ\%@%ﬁﬁ%ﬁﬂ?é%@fi%UiﬁA I
ADEmD, BREFHIIMELZRETIENODH 2REE~NTHERINIHEICIE. BERELBITES
%+ﬁu%%Lfﬁ@@ﬁé&ﬁ£@ﬁm%mtf<tévobmxvabﬁ% IDOWTIE, TR
EZEEDOEMICL2BHORBAEAB TCVWAWVWEGEIZ, BHEZ0EZEVWHIREITOTI TABEBWNET,

Q@M RFDEE., BT - B, BIE x/Tf/x%@W1 AEF - IIFMENEICZHDFEEE
HETEBEOE, EHEL TS0,

FEt - REROERER
- g =
==

1. k- BE - EHZOMOERZGEEE2EEL. AEROAKEENTHRET - BELTTFEL,
(FRMBENTERAINETENILTAFEBTEIENADH Y £9)

2. BROBEMECERFEE OBEEMEICOWTIE BTk Dymatrix™ 545 %07 (AV-V-029-EJ)
ﬁéﬁ%UXh%%%mL\;ﬁawi FERATEL, (EROBEICL > THRRMBEINEETIEN
AHYET), URMIZHLUADHRERICODEZ L TE FIEBSBEVWELET IV, /- FEYERE (R
wiTT7, N2, AV v hE) 2IFEREINDIGAE. BHEZoRENEETLZEVE A,

3. E%%mt)\?%lnﬂwﬁzvm%% ERT 515 ;t7wl/§? ZERE LTI N,

(NLTHY— LTI R ZB—NLHY £7)

4. %%ﬁ%%%éhtm% TERDOBRICIEHEANTHEZKCTZE 0,
(WNILTHDY =L REEIZHRDZE/—NDA DY £T)

5. AEBICRHBLTCHY FIFEREAEFANTITERAT I,

6. AZBICZRHL CHY FIERRKCEETEANTITERT L,

7. AEBICZRHLTHY FITAREBEHEANTCIERTIL, ZRoERTE L ARSFESE 0BEAEEZ D
EROLETFERTIVL, FAERA@MICHREIMIELAEVELSICLTTFEL,

8. WMFEHEIOFERAEN. FRARKEE. AFREFOSMEREHEICOZTEL TEEBRF X —H—DEUL
SEAEASBL TS0,

9. YRTLEICHALAZHES., REOEKICALAEWVWEIICL TR,

10, XV TF VY RTHBRAR—IAEZEFRLTTFEU,

&t - REROIEER

o
=9

1. RAEXRHOEEZER L LETELLEN - BEEZT>TTI L,

2. B - BEBIICEEERNEZt+S 77 v v L. %%%’:Hﬂ‘)ﬁﬂ\’(?éh\

3. B - BEBEREIRNOBREZITV., ELLEBEINTLEINTERTIL, (RNRABRIZKEIICTER
LTLEETW, ¥ 2B TR ARZITOHE. Zf/i\li DWTIERIADRY TlEH Y FHA)

4. NULTIZEIRR - ERE - IIFEDISAD DD S RWNE S ICLTTFEL,

5. NILTICEEWEFELRVTLIEEL,

6. XRERICITRNAREAHY £9, ﬁ%@uwﬂﬁﬁt—iﬁz’é‘%)ct? LTFIW,

7. K= - m,n%'lfﬂ%% ERSEARVWTEEY, (B -BEE - KT EIENLADHY £T)

8. KETHAMEDH DB TIHFERLAWTLES L\

A iw
lII%\

1. BIFTHL - BTHICLZEEAEZHLVTLLEE L,

2. BIMRESICEA YK (747 - FHE) TElohn& - BERLEFEZLAVTLLEE N,

AVSDV-T-MT
1



- e B
gg’l’ag ’2 . User’s Manual
DEFRE
o =
= R

1L Rk RE - ENZOMOERAZRGFZERL. ARGOAREERNTIEAT SV GrREENATHE
BINEFTENLTHBIET2ENAHY £Y) ,

VANEE 3~

1. HROEBEMECERREEOBEESMEICOWTIE, RBFikeo DVMatnN™ 45 %04 (AV-V-029-EJ)
DEERAEY R b ESEICL, CEROLEIFERTIW (BROBHICK > THAMNMRINFIET 5%
NABHYET) o, URXMIZHFHLADOTEKICOZTE LTI, BIEBRVEDLETEWL, £/, EBER
(B T7. N2, AV vRE) 2#TFERAINDIHE, BrEZz0oEEFLEEVE A,

2. (FRAZHFICL->TEFrYET— /3/#%$¢6mﬂﬁ%Ui¢om%Fﬁvm ZHEREODREL%®
LTFEL,

3. NILTICBEEMABRWVWTLIEEL,

4, VU=V I—LANTOXREZBEL. BELFER2E7 ) —v Xy 7L TEYFToT, BIYEKFWLIC
IEZTERT W,

5. BEIT7IIBEEARCEBEUEHREEEHR WL, BELITA2TFERAT I,

6. ABBICIEFANAEAHY £, REORNARE—HTDHLIICLTTFEL,

TFrv ZH#ODE%‘\$IE

AE

1. FENCBEIT7TEIOREEZRVTTI L,

2. NILTBIURERNICKBLI-EREKREL, ik, T7TCHoBRLALETHEZELTTIL,

3. BFEDRBRLAVWTTEIVL, DBINE LAGEREDOERE., TRZELRSUBEELSHY £3, HES
nE Lz
BROREFB LI RETDOTITTET I,

4, WRAERBERRETCTHERWEZLL DI, NLTELCHRFLLDRNOBEDERZ EHICIT-
T
Ty,

AVSDV-T-MT
2



- R E
"yma” IX"' User’s Manual
A\ Warning

Follow all product specification and warnings when using these products.

Our company does not guarantee every application, although we are constantly making every
effort to improve the quality and reliability of these products. The products used in equipment
could cause serious physical damage or property damage, if appropriate and safe design
procedures are not followed. We take no responsibility for these products if there was no written
agreement regarding the compatibility of the product with the application.

Please carry it out understanding instructions written in this book or a technical documentation
if you need assistance on product specification, installation/plumbing, operation and
maintenance.

Cautions for design of piping and product selection

1.

JAN Warning

Please choose from the products within the specification range of the working conditions such as
medium, working temperature/pressure and so on.

. Confirm the fluid compatibility with the wetted part of the products in the "Suitability List on

Medium" in the latest DVMAIX™ general catalogue (AV-V-029-EJ). (Parts may be damaged by a
kind of a medium.) Consult us on any medium, which is not listed in "Suitability List on
Medium".Moreover, if you intend to use it with compressed air or gas (such as air, nitrogen, ozone,
or other gas), we do not assume product liability of the Product.

. If there are foreign substances in a fluid, please install a filter.

(It would make the valve unable to seal.)

. Please contact us, when use for the fluid containing the crystalline substance.

(It would make the valve unable to seal.)

. Use the products within the range of working pressure shown in this user's manual.
. Use the products within the range of working temperature shown in this user's manual.
. Use the products within the range of atmospheric temperature shown in this user's manual. Please

use the products upon confirmation of compatibility with material and atmosphere. Do not adhere
any fluid to the external surface of product.

. Please refers to the latest instruction manual issued by each fitting maker, and attach the fitting

as instructed.

. When preparing the bypath piping, avoid making the circuit a sealed loop, which would cause

breakage of the piping material.

10. Secure the maintenance space.

Cautions for installation and plumbing

A Warning

1.
2.

0 ~NOoO OB W

Read in this user's manual (IOM-Manual) carefully prior to installation/plumbing.
Flush the piping completely and make sure that there is no foreign substances in the piping prior
to installation/plumbing of our product into it.

. Confirm the leak inspection is carried out correctly after the installation/plumbing.

. Make sure that the valves are free of tensile/compression/bending stresses.

. Do not apply excessive load on valve.

. Confirm the flow direction of the valve matches the flow direction indication on the body.
. Keep the valve away from excessive heat or fire. (It can be deformed or destroyed.)

. Do not use the products in a place where they may become submerged in water.

AVSDV-T-MT
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A\ Caution

1. Do not give any impact or drop the products.
2. Avoid scratching the products with any sharp object.

Cautions for use of the products

AWarning

1. Use the products within the specification range of the working conditions such as medium, working
temperature/pressure and so on.

A Caution

1. Confirm the fluid compatibility with the wetted part of the products in the "Suitability List on
Medium" in the latest DVMAIHX™ general catalogue (AV-V-029-EJ). (Parts may be damaged by a
kind of a medium.) Consult us on any medium, which is not listed in "Suitability List on
Medium".Moreover, if you intend to use it with compressed air or gas (such as air, nitrogen, ozone,
or other gas), we do not assume product liability of the Product.

2. Cavitations could be generated depending on the working condition. If cavitations are observed,

review the fluid pressure and piping design.

. Do not use the valve in negative pressure. (It can be damaged.)

. Handle the products carefully to protect the clean (room) packaging.

5. Use CDA (Clean Dry Air) for pilot air, which does not contain any organic solvents or corrosive
gases.

6. Confirm the flow direction of the valve matches the flow direction indication on the body.

B~ W

Cautions for maintenance

ZSWarning

1. Discharge the fluid and the pilot air prior to the maintenance.

2. Start maintenance after medium has been completely flushed by DI Water or air.

3. Do not disassemble the product. Disassembled products which may cause them to not keep their
original specifications or performance. We cannot guarantee a disassembled product.

4. Check the piping periodically to maintain the appropriate condition for the products.

AVSDV-T-MT
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Chemical-resistant
Parts Wetted parts
0 1
PN
PTFE O
Body
ZAX 77 L
PTFE O
Diaphragm
TIOFa1IT—X&
PVDF
Actuator
oyvy ]
) FKM / EPDM / Viflon F / FFKM
O-ring
SEER SUS304
SUS304 )
Metal parts PTFE Coating
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® f{t# Specifications

#4 X Size
By 025 035 145 160
HEB Items
Unit 6x4 10x8 12x10 19x15.8 25x22
6.35x3.95 9.53x6.33 12.7x9.5 19x15.8 25.4x22.2
k&) Actuation - F# +Jux / Manual Toggle Type
FABE  Medium Temperature °C 5 ~ 140
H¥SME  Proof Pressure MPa 1.0 145psi
fEFREHSEE  Working Pressure range™! MPa 0~ 05 0 ~ 72.5psi
REERNE Leakage Rate cm®/min 0 ( 7kE 23°C) 0 (at hydraulic pressure 23°C )
#E Back Pressure™! MPa 0~ 05 0 ~ 72.5psi
FEBERE Ambient Temperature C 10 ~ 60
B{F&#  Installation direction - H7E  Any direction
##t Connection - Super 300 Type Pillar Fitting
1 7 4 X Orifice diameter mm X! o7 ¢ 10 ¢ 16 ¢ 22
Cv{& Cvvalue - 0.32 0.86 2 6.1 11
WEES Weight Kg 0.1 0.13 0.25 0.48 1.11

X1,

HMEES 77 [EREN- BFE] 2 2RI,

1. For the details, please refer to the characterristic graph of "Working pressure-Back pressure".

A\ g

Warning
SEREBRTE. SLTOREEEL ERELET,

. TRAFRG ENGHRZIT o ETRIFLTTE L,

X Surface temperature of valve will be extremely high while operating with high temperature fluids.

Make sure to wear protective gloves to avoid burn injury when operating the valve.

[EREND —RE]

[Working

#IT Back pressure (MPa) [psi]

pressure-Temperature |

A
0.5
[72.5]
4
(58]
0.3
[43.5] 5~140C
2
(79
0.1
[14.5]
0.0
01 02 03 04 05
[14.5] [29] [43.5] [58] [72.5]

#ME A Working pressure (MPa) [ psi]

EURREBR T /NIL T RIS 25

AVSDV-T-MT
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@ BKFEFE How to select types

AVSDV - | T T 3 0 -

EE &

T4 LI Thread at bottom 3 M

Mounting

7Lz Toggle

6x4 | 6.35x3.95
10x8 | 9.53x6.33

025

X 12x 10| 12.70x9.5 [I35
O 19x16| 19x15.8 [J45
. X 25x22 25.4x22.2 |[J60
90° O
Lock Type =
Viflon F*3
T
1800 SHUT__OPEN o BARES)
¢ s X Ordering code example
CPPE ] FFKM
180° l|=|. O AVSDV-TT3102V010-MT
Millimeter Ll e AVSDV-TT3MOOK125-MT
Inch

X1 FERREIEBEDISZEITTHR LI,
X2 OUVTIERLET A
%3 Viflon F IMBEA=t%k#HEEz7/N—T7,

%1 Please consult us for the specification if the medium is a strong chemical, strong acid etc.

X2  O-ring are not wetted.
X3 "Viflon F" is the Terpolymerization Fluorocarbon Elastomers.

AVSDV-T-MT
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® <% Dimension

<180°% A 7>
180°type

(CLOSE)

/ <90° %A 7>

90°type

Max.G

n L1111l
I |
=2 ol A port b B port ~
(IN} (OUT)
[
[
 S—
L—
— (=2 -
[SE—
e —]
——7J
—
c—

Size
25 135 (145 160
6x4 10%x8 12x10 19%15.8 25 %22
Standard
6.35x3.95 | 9.53%6.33 | 12.7%x9.5 19x15.8 | 25.4x22.2
A | Super 300 Type Pillar Fitting inch/mm 63 75 93 117 146
B 125 135 (145 160
© 86.5 93 108.5 139.5 176.5
D 16 17 18 23 29
E 23 28 33 46.5 55
F 95.5 103 1235 168 227.5
G 95.5 103 122 166 225
H 14 20 20 40
| M6L10 M6L9 M6L12 M8L16
J 4

HA(Unit) @ mm

AVSDV-T-MT
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® #¥{EAE How to operate
® FDFPEAAIE How to open and close the valve

<90E=H >

1. "y FzigeFITARR (—REAAR) ICBTERTU v IoRic LY AEARKEE LY £9,
2. N RLERBEIZIZFEEAAICED LT3 EABREE LY, Ny FipoysanEd,
<90° Type>

1. Valveis closed by spring when Handle is knocked down in parallel(Upstream side).

2. Valve is opened when Handle is raised to vertical . And handle is locked.

R4
Downstream

—R4 — R

Upstream

Bl Close

<180E = >

1. Ny FILZEREEFTAR (—REAR) ICETEXTY > ToRIcE ) AEREL Y £9,

2. N FLZERELIBE AR (REEZXREIFM) ICET EFAREEAY, APty rsan
E I

<180° Type>

1. Valve is closed by spring when Handle is knocked down in parallel(Upstream side).

2. Valve is opened when Handle is knocked down in parallel(downstream side). And handle is locked.

R
Downstream

ZRAAY
Downstream

— R
Upstream

— R

B Close F  Open

<Ay ITT7 k>

BNICERIEEZ IR T 2 2 & CRIBMEZBIIET A2 ENTEET,
<Lockout>

This product can be prevent accidental operation when lock with
a padlock to the keyhole. Bt

Padlock

A\ 2= Caution

0 Y RLBEOBRICEVIELRZHEEAVL S ICTEBLCLE L, (BRETLIENAHY £T)
® Please take care not to place the finger with handle. (It may injure.)

AVSDV-T-MT
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® [EFEAE Clamping method

AYURIFHBERBICKRITONEZZD N EZFBLTEET 2 EATEET, FHlTEEEG® TE OB
BaslBE a0,

This product can be installed by using the mounting holes of the bottom of the product. For the
dimensions, see & Dimension.

B A 7 ¥= Caution
o HNLEXICIELTEAL,

® LIH04~06N-md FLs TEBHTEE L,
o HHFEANTEEL,

® Be careful about the screw length.
® Fasten the screws to a torque between 0.4 and 0.6 N.m.

® Do not overfasten them.

N

Mounting holes

® MmN AM Flow direction

mnAmE
Flow direction

A 2= Caution
o XEDAMICHIFTHENTNG L3 ICLTLES L, (SLTABIBT 2BNLHY £7)

® Always flow medium in a specified direction. (If omitted, that may damage the valve.)

AVSDV-T-MT
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BEAiE Method of piping

o HMAFIERAIE How to connect a tube to a fitting

[Super 300 Type Pillar fitting D3H &
1) Fa—75%BAEARICUMIL, Fa—7lca=F>rFy bEBLTLEE L,
2) BREABETCTF 2 —TAHREARY—THEBALTLIEE W,
3) RY—=THBEALLF2—T52RKRKICEAR, A=AV Fy beTF—2 U v TOREDN
B, IARETLETHLITTLLEE N,

[Super 300 Type Pillar Fitting]

1) Cut a tube at right angle. Pass the union nut through the tube.

2) Using the dedicated tool, force the sleeve to fit into the inner surface of the tube.

3) Assemble the sleeve to the fitting and then tighten the fitting until the union nut makes contact with
the projection on the gauge ring and a click can be heard.

. A 7 ¥&= Caution

o EHIIMFEXA—H—BIKAEASEBEWET,
0 MFOSvhrEMOBELWLWTLLEEY, (BT LIENIAHY £T)
0 NILTDOFRENARAELWHARESEL TLEEW,

® For further information, see the instruction manuals issued by relevant fitting manufactures.
Do not over tighten the nuts. (That may damage the fittings and nuts.)
® Confirm the flow direction of valves.

AVSDV-T-MT
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@ AMRIEHE Checkitems

O RTPa—LERDT, EHENAAYTF YR (B 2{T-oTLEE L,
(BREFE—MEOX T+ VR (H%) #HEHRLET)
O EENEoNBIZ, RFOBHEEMRAIERIIZEI L,
O Check the following items according to the schedule you arrange.
(We recommends you to check them at least once a year.)
O When finding any problem or trouble, call us.
2 ® & Fr 2= & E® B
Q ANBEOFX-TL - EF - -EEOEE
= " - @ NLTHhoOABRNOERE (Fvv v MIBATLRWLD)
® 2HORBhOEE
® FFARFEOREFOERE
Check points Check items
(@D Appearance: flaw, crack, distortion, discoloration
Val @ Leakage from the valve (Tightness of the union nuts)
aive @ Leakage in the fully closed position.
@ Abnormal noise when operating

AVSDV-T-MT
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Z:,E—s’é‘o)}?\ EAEAE Causes of defects and how to correct them

TEEBER FRENBER XK - B
BIERETE AL CARTRBATUZTIRALC | uremmLTcrsn
BANXYTZ7LWEFELTWS
2FIC L THREPTRND TANT 7 LXIEEEICFEF XN S B NILTHZHL TR E N

WL TIZEYHEAAA T NS

“ ° W B8 Y35
S by TFy hAEATNG vy 7Fy beEfmo LTS

NILT DR TREATRN D FEn
HAYT7 7 LABNATINS LT ESHRL TR E W
TI7Fa1I—XRIFEBLTWED | KAV 7T LXIEIER M DHEL T NN RIEVIN
NILT AR L TLh L W3 NIV T %ML TS
Status Cause Corrective action

The valve cannot be opened The piston or spring is damaged. Replace the valve.

and closed by actuating.

The diaphragm is abraded.

Leakage in the fully closed

. Flaw in the diaphragm or body. Replace the valve.
position . . .
Foreign matter is caught in the valve.
Leakage from the valve The union nuts are loose. Retighten the union nuts.
Rupture of the diaphragm. Replace the valve.
When the actuator is working,
the valve cannot be opened | The diaphragm or piston is damaged. Replace the valve.
and closed.
AVSDV-T-MT
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Q) ¥ - EMOMIEAE How to manage debris and waste

N A 7= Caution
0 FEEITIFHEIMLTREEFMEZRITEL LI,
(BB E7-5E. BN AN’RELEYT)

® For scrapping any material, be sure to hand it over to a waste management agent.
(Burning it will generate toxic gas.)

- DYMaIN™ 547023, BRAEHES a0 28aEX-EEETY.
* Super 300 Type Pillar Fitting X8 = PILLAR D2 EEEE-IEETT.

. Dymatrix® 5ng vifion are registered trademark or trademark of ASAHI YUKIZAI CORPORATION
» Super 300 Type Pillar Fitting is the registered trademark or trademark of PILLAR Corporation.

AVSDV-T-MT
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AVSDV-T-MT
FARERRAZAFHF (FiBEE
2way valve Toggle type
-Middle temp type-

BEEMFRINET
ASAHI YUKIZAI CORPORATION

[BEWAEDHE]
MEMIRATLEER A2V IREEIN-T
T110-0005 FHEE#ERXEFH3ITH24F6S EH70 74742721k
TEL.03-(5826)-8832 FAX.03-(3834)-7592

[For inquiries, contact]
WHead Office / Overseas Department
Tel.+81-3-5826-8831 Fax.+81-3-3834-7592
21°t Floor, Ueno Frontier Tower 3-24-6 Ueno, Taito-ku, Tokyo 110-0005, Japan

http://www.asahi—yukizai.co.jp

AEARICOZTEL T, BRAROR., FEECEETIHEDHY £9, TTEIILI L,
The contents in this User's manual are subject to change without any notice in advance for the purpose of product improvement.
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